
6/13 6/14 6/15 6/16 6/17 6/18 6/19 6/20 6/21 6/22 6/23 6/24 6/25 6/26 6/27 6/28 6/29 6/30 7/1 7/2

Max. Outside Temp. 25.2 27.2 27.8 31.5 28.9 28.8 29.9 32.8 27.6 29.8 29.6 26.3 25 25.1 26.7 29.1 30.3 31.1 31.2 31.7

Max. Uncoated 44.2 45.5 45.8 48.5 46.3 46.7 46 52.7 31.9 44.1 46.2 33.1 25.7 29.4 33.2 48.8 47.3 49.6 48 47.5

Max. Cool Therm 28.9 30 31.2 32.6 32.3 32.8 32.9 25.6 26.9 32.2 32.1 28.3 24.9 26.4 28.4 33.3 32.7 35 32.4 32.8

　Meteorological Office (Kasamatsu, Okayama)

Daiko Shokai Co., Ltd

　　　 Application Date: May-June, 2004　　Area：4,500sqm　　　　　

10

15

20

25

30

35

40

45

50

55

6/12 6/13 6/14 6/15 6/16 6/17 6/18 6/19 6/20 6/21 6/22 6/23 6/24 6/25 6/26 6/27 6/28 6/29 6/30 7/1 7/2
日

℃ Uncoated Cool Therm

Rohm Wako Co., Ltd.  Factory No.1　(Okayama) 【Administration Build.：Uncoated】

2 F
Ceiling Board

Corrugated Metal Roof

1F

0.7ｍ

【 Factory No.1: Cool Therm 】

Ceiling Board

Corrugated Metal Roof

1ｍ

3 F
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